
SEDIMENT

Pipe connection to tank to be 
set at a minimum one-foot (1’) 
elevation above the 25% 
sediment accumulation 
equivalent level.

Valve to be closed at all 
times. Only to be opened 
when discharging.
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SEDIMENT

Lower decant valve to remain 
closed at all times.

Only to be used for �nal clean 
rinse of tank prior to return to 

rental company.

NOTE: All sediments need to 
be properly removed and 

shipped o�site.

FM

Sewer clean-out 
or manhole 
discharge location 
as approved
by local 
sewer agency.
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